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Drainage waste water Ø110

Drainage pipe Ø110 PE
with hub and spigot joint

connection drainage system

Drainage clean water
 Ø50

Pipe Ø3/4" PE
water supply

Electric supply
230V F+N+E 2kW

(5kW with heating or
air conditioner)

Earthing

foundation beam cast on site

Excavation should be at -40 cm
 from the finished floor

Keep the space between
beams empty

cast of lean concrete

Sect. A-A
Pipes should not be fixed but should be positioned in the hatch area,after the backfilling,
connections connections must be performed after installation of the unit
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N.B. Gli allacciamenti, il reinterro e la finitura circostante vanno eseguiti solo dopo la posa del S.I.A

OGGETTO:

CODIFICA DISEGNO:

P.T.MATIC  S.p.A.
Via Baggio, 40

20090 Cusago (MI)

95110.R1-Fondazione-TOne

Rev. 0 Data 06/11/2013 Nota:

Dis. da
L.Maestroni

Scala

Tavola

Appr. da

Materiale: Gettata in c.a. RCK 20/30 con doppia maglia elettrosaldata Ø6x20x20
Note: PLANIMETRIA E SEZIONE

T ONE FOUNDATION


